
Pedestrian Crossing - Sample Calculation 1

H= 7,5m

Y= 0m

B= 6m

A= 7,5m

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 150W/SUPER

Inclination: 3°

Ev ave= 44,8 Lux

  



Pedestrian Crossing - Sample Calculation 2

H= 7,5m

Y= 0m

B= 7m

A= 7,5m

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 150W/SUPER

Inclination: 3°

Ev ave = 43,8 Lux

  



Pedestrian Crossing - Sample Calculation 3

H= 7,5m

Y= 0m

B= 8m

A= 7,5m

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 150W/SUPER

Inclination: 3°

Ev ave = 40,4 Lux

  



Y= 2m

Pedestrian Crossing - Sample Calculation 4

H= 7,5m

Y=2m

B=10m

A= 7,75m

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 150W/SUPER

Inclination: 3°

Ev ave = 40,0 Lux

  



Pedestrian Crossing - Sample Calculation 5

H= 9,0m

Y= 0m

B= 10m

A= 7,75m

Luminaire: 5NA 553  E-1ST01FL

Lamp: 1 x NAV-T 250W/SUPER

Inclination: 3°

Ev ave = 45,4 Lux

  



Pedestrian Crossing - Sample Calculation 6

H= 7,5m

Y= 0m

B= 3,5m

A= 7,75m

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 150W/SUPER

Inclination: 3°

Ev ave = 49,5 Lux

  



Pedestrian Crossing - Sample Calculation 7

H= 8,0m

Y= 0m

B= 10m

A= 7,5m

Luminaire: 5NA 553  E-1ST01FL

Lamp: 1 x NAV-T 250W/SUPER

Inclination: 3°

Ev ave = 54,6 Lux

  



Y= 2m

Pedestrian Crossing - Sample Calculation 8

A= 7,5m

Luminaire: 5NA 553  E-1ST01FL

Lamp: 1 x NAV-T 250W/SUPER

Inclination: 3°

Ev ave = 62,5 Lux

H= 8,0m

Y=2m

B=10m

  



Y= 2m

Pedestrian Crossing - Sample Calculation  9

A=9,5m

Luminaire: 5NA 553  E-1ST01FL

Lamp: 1 x NAV-T 250W/SUPER

Inclination: 3°

Ev ave = 41,3 Lux

H= 10,0m

Y=2m

B=10m

  



A=6,0m

Pedestrian Crossing - Sample Calculation 1

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 100W/SUPER

Inclination: 3°

Ev ave = 40,8 Lux

H=  6,0m

Y=0m

B=5m

  



A=6,5m

Y= 2m

Pedestrian Crossing - Sample Calculation 1a

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 100W/SUPER

Inclination: 3°

Ev ave = 45,3 Lux

H=  6,0m

Y=2m

B=5m

  



H=  6,0m

Y=0m

A=6,75m

Pedestrian Crossing - Sample Calculation 2

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 150W/SUPER

Inclination: 3°

Ev ave = 65,9 Lux

B=6,5m

  



Pedestrian Crossing - Sample Calculation 2a

Y= 2m

A=6,75m

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 100W/SUPER

Inclination: 3°

Ev ave = 42,2 Lux

H=  6,0m

Y=2m

B=6,5m

  



H=  8,0m

Y=0m

Pedestrian Crossing - Sample Calculation 3

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 150W/SUPER

Inclination: 3°

Ev ave = 38,9 Lux

B=7,0m

A=10,0m

  



Pedestrian Crossing - Sample Calculation 3a

Y= 2m

A=10,0m

Luminaire: 5NA 553  E-1PT01FL

Lamp: 1 x NAV-T 150W/SUPER

Inclination: 3°

Ev ave = 39,7 Lux

H=  8,0m

Y=2m

B=7,0m

  



H=  8,0m

Y=0m

Pedestrian Crossing - Sample Calculation 4

Luminaire: 5NA 553  E-1ST01FL

Lamp: 1 x NAV-T 250W/SUPER

Inclination: 3°

Ev ave = 58,5 Lux

B=8,0m

A=10,0m

  



Pedestrian Crossing - Sample Calculation 4a

Y= 2m

A=10,0m

Luminaire: 5NA 553  E-1ST01FL

Lamp: 1 x NAV-T 250W/SUPER

Inclination: 3°

Ev ave = 63,9 Lux

H=  8,0m

Y=2m

B=8,0m

  



H=  8,0m

Y=0m

Pedestrian Crossing - Sample Calculation 5

Luminaire: 5NA 553  E-1ST01FL

Lamp: 1 x NAV-T 250W/SUPER

Inclination: 3°

Ev ave = 52,5 Lux

B=10,0m

A= 8,0m

  



Pedestrian Crossing - Sample Calculation 5a

Y= 2m

A=8,0m

Luminaire: 5NA 553  E-1ST01FL

Lamp: 1 x NAV-T 250W/SUPER

Inclination: 3°

Ev ave = 63,9 Lux

H=  8,0m

Y=2m

B=10,0m

  


